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EDGE OF (E) & (N) A.C. PAVING

(N) CONCRETE PAVING; 2% MAX CROSS-SLOPE 
BETWEEN ACCESSIBLE PARKING AND BUILDING 
ENTRIES, TYP.

REVISED CONC. LANDING; REVISED 18"H x 8"W 
RETAINING WALL TO ACCOMMODATE LANDING

(N) 5' DEEP LANDINGS AT EAST DOORS; 2% MAX. 
SLOPE & CROSS SLOPE

(N) S.D. CATCH BASIN; CONNECT TO (E) S.D. LINE
& PROVIDE (N) CLEAN OUT

REVISED GRADING & PAVING; EXTEND GRADING 
& PAVING INTO PUBLIC WAY TO ACCOMMODATE 
SITE REVISIONS

RESET S.D. INLET RIM TO (N) CONC. ELEVATIONS

RESET CLEANOUT CAP TO (N) CONC. 
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(N) 6"  CONC. CURB

TAPER (N) CONC. WALL CURB WALL FROM (E) 
CURB WALL TO REVISED GRADE
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ACCESS AISLE W/ BLUE BORDER

DIAGONAL STRIPING AT 36" O.C. MAX

WHITE LETTERING "NO PARKING" 12" MIN. 
HEIGHT AT ACCESS AISLE

POLE-MTD. 70 SQ. IN. PARKING IDENTIFICATION 
SIGN W/ ADDITIONAL SIGN OR LANGUAGE 
BELOW THE INTERNATIONAL SYMBOL OF 
ACCESSIBILITY STATING "MINIMUM FINE $350."  
STATE "VAN ACCESSIBLE" AT VAN SPACE.

INTERNATIONAL SYMBOL OF ACCESSIBILITY 36" x 
36" MIN.

8

GENERAL SHEET NOTES

CONTRACTOR TO PROVIDE FINAL GRADING & 
PAVING DRAWINGS PREPARED AND STAMPED 
BY REGISTERED CIVIL ENGINEER FOR 
APPROVAL OF ARCHITECT PRIOR TO SITE 
DEMOLITION WORK;  DRAWINGS TO CLEARLY 
INDICATE ANY REVISIONS TO LAYOUT OR 
ELEVATIONS SHOWN ON THIS DRAWING.

ALL (N) GRADING & PAVING TO CONFORM W/ 
CONTRA COSTA COUNTY DPW STANDARDS.
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LEGEND 

ACCESSIBLE PATH OF TRAVEL

•  Accesible path of travel as indicated on plan is a barrier free access 
route without any abrupt level changes exceeding 1/2" beveled at 1:2 max. 
slope, or vertical level changes not exceeding 1/4" max. and at least 48" 
wide.  Surface is slip resistant, stable, firm and smooth.  Cross slope does 
not exceed 2% and slope in direction of travel is less than 5% unless 
otherwise indicated.

•  Contractor to verify that all barriers in the path of travel have been 
removed or will be removed under this project, and path of travel complies 
with CBC Chapter 11B.

PA

BUILDING  
FOOTPRINT

(E)INTERNATIONAL SYMBOL OF ACCESSIBILITY ON 
BOTH SIDES OF DOOR; CENTERED @ 5'-0" A.F.F, TYP.

(E) AUTOMATIC DOOR ACTUATORS W/ HIGH-LOW
BAR TYPE ACTUATOR, BOTH SIDES OF DOOR

1REVISED ENTRIES COMPLY W/  FOLLOWING 
ACCESSIBILITY STANDARDS, CBC 2016:
   • DOOR OPENING WIDTH
   • 10" BASE RAIL/ KICK PLATEf

1.

GENERAL SITE PLAN NOTES SITE PLAN SHEET NOTES

(N) POWER ASSIST AT (E) ENTRY DOOR 

EE REVISED ENTRY DOOR W/ (N) CONFORMING 
THRESHOLD (MAX. RISE 1/2") 

VEHICULAR TAFFIC ROUTE
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(E) WALL REMOVED (E) DOOR & FRAME REMOVED

(E) COUNTER, CABINET, SHELVING, OR 
ACCESSORY REMOVED

PLAN LEGEND

(E) WOOD FRAME STRUCTURE / 
PARTITION 

(E) CMU WALL

GENERAL NOTES
ALL WORK SHALL BE CARRIED OUT IN 
ACCORDANCE WITH THE 2016 C.B.C. AS 
ADOPTED BY THE COUNTY OF CONTRA 
COSTA.

THE EXISTING & DEMOLITION  PLAN IS 
PROVIDED TO ASSIST CONTRACTOR IN 
IDENTIFYING LOCATION OF WORK ONLY. 
CONTRACTOR SHALL INCLUDE IN THE 
WORK ANY DEMOLITION OF EXISTING 
FIXTURES, FINISHES, AND EQUIPMENT 
NOT DESIGNATED TO REMAIN OR 
REQUIRED TO ALLOW COMPLETION OF 
THE WORK.

A HAZARDOUS MATERIALS SURVEY IS 
AVAILABLE FROM THE OWNER.  OWNER 
WILL CONTRACT SEPARATELY FOR ANY 
REQUIRED ABATEMENT WORK.  
CONTRACTOR SHALL REFER TO SURVEY 
TO UNDERSTAND LOCATION OF AND 
ASSESS NECESSARY HANDLING AND 
ABATEMENT OF ANY HAZARDOUS 
MATERIALS THAT MAY BE DISTURBED AS 
PART OF DEMOLITION.   CONTRACTOR 
SHALL IDENTIFY TO THE OWNER ANY 
REQUIRED ABATEMENT WORK NOT 
PREVIOUSLY COMPLETED. 

SAFE-OFF AND CAP ANY ELECTRICAL 
WIRING AND CONDUIT REMAINING OR 
NOT REMOVED BY DEMOLITION.

CAP ANY PLUMBING OR SERVICE/UTILITY 
LINES REMAINING OR NOT REMOVED BY 
DEMOLITION.

SEE SHEET A1.04 FOR CONSTRUCTION 
PLAN

SEE SHEET A4.01 FOR REFLECTED 
CEILING PLAN.
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KEYED NOTES
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(E) BEAM ABOVE TO REMAIN.

(E) METER ENCLOSURE TO REMAIN.

(E) CONCRETE LANDING TO REMAIN.

REMOVE (E) GAS UNIT HEATER AND ALL 
ASSOCIATED MECHANICAL/PLUMBING AND 
ELECTRICAL PIPES/FITTINGS; REFER TO 
A1.04; SEE ALSO MECHANICAL/PLUMBING 
DRAWINGS AND ELECTRICAL DRAWINGS.

(E) STORAGE CABINETS TO REMAIN.

DEMO & REMOVE (E) SINK, COUNTER, 
CABINETS AND ASSOCIATED PLUMBING 
FIXTURES; REFER TO A1.04 AND SEE 
PLUMBING DRAWINGS.

REMOVE (E) DRINKING FOUNTAIN; REFER TO 
A1.04 AND ALSO SEE PLUMBING DRAWINGS.

(E) SKYLIGHT ABOVE TO REMAIN.

REMOVE (E) WALL-MOUNTED PAY PHONE 
AND SHELF; REFER TO A1.04.

REMOVE (E) WALL MOUNTED LAVATORY.

REMOVE (E) TOILET.

REMOVE (E) ADA ACCESSORIES.

(E) TOILET PARTITIONS TO BE REVISED. 
REFER TO A1.04.

(E) CHASE TO BE REVISED. REFER TO A1.04.

DEMO & REMOVE (E) FURRED WALL; REFER 
ALSO TO A1.04 AND STRUCTURAL DRAWINGS
FOR NEW WORK; SHORE WALL, CEILING
& ROOF STRUCTURE REMAINING AS
REQUIRED TO INSTALL (N) WORK.

REMOVE (E) DOOR AND FRAME; 
DEMO/ENLARGE OPENING TO 
ACCOMMODATE (N) DOOR & FRAME; REFER 
TO A1.04; SEE STRUC. DRAWINGS.

DEMO & REMOVE (E) COUNTERS, CABINETS
& ASSOCIATED PLUMBING FIXTURES & 
APPLIANCES; REFER ALSO TO A1.04 & A6.02; 
SEE PLUMBING DRAWINGS.

DEMO & REMOVE (E) JANITOR'S SINK AND 
WATER HEATER. SEE PLUMBING DRAWINGS.

(E) STORAGE SHELVES ABOVE TO REMAIN.

DEMO & REMOVE (E) CMU WALL, WINDOWS 
AND DOORS; REFER ALSO TO A1.04, A1.05, 
A2.01, A5.01 AND STRUCTURAL DRAWINGS 
FOR NEW WORK; SHORE WALL, CEILING & 
ROOF STRUCTURE REMAINING AS REQUIRED 
TO INSTALL (N) WORK.

DEMO & REMOVE (E) CONCRETE LANDINGS 
AND (E) PLANTERS; REFER TO C1.02, A1.04 
FOR NEW WORK.

OPENINGS IN (E) WALL TO ACCOMMODATE 
MECHANICAL DUCTS; REFER TO 
STRUCTURAL AND MECHANICAL DRAWINGS 
FOR EXACT LOCATIONS AND SIZES.
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(E) WOOD FRAME STRUCTURE / PARTITION 

(E) CMU WALL

(N) FURNACE AND DUCTING, SEE MECH AND 
STRUCTURAL DWG'S

(E) STORAGE CABINETS (OR SHELF) TO REMAIN

(E) RANGE & HOOD TO REMAIN

(E) REFRIGERATOR TO REMAIN

(N) CABINET DOORS & HARDWARE @ (E)
CABINETS; CABINETS TO REMAIN

(N) LOWER CABINETS W/ COUNTER @ +36"

(N) LOWER CABINETS W/ COUNTER @ +34";
ADA SINK & ADA CLEARANCES UNDER SINK
& COUNTER; OPEN RECESS @ WEST WALL 
FOR MOVEABLE TABLE

(N) 48"W UPPER CABINET

(N) 48" x 36" x 28"H MOVEABLE WORK TABLE

(N) 36" x 80" DOOR W/ VISION PANEL; REVERSE 
(E) SWING

(N) 5'-0" x 8'-0" CONC. LANDING

(E) TOILET TO REMAIN; (N) ADA ACCESSORIES; 
TOILET PARTITIONS REVISED TO ADA 
CLEARANCES; CHASE REVISED TO ADA 
CLEARANCES; PATCH FLOORING TO MATCH (E)

(N) ADA COMPLIANT TOILET; (N) ADA 
ACCESSORIES

(N) ADA SINK & FITTINGS @ (E) ROUGH 
PLUMBING LOCATION

(E) ADA-CONFORMING URINAL TO REMAIN

REMOVE (E) FURRING, REPAINT TO MATCH ADJ. 
WALL; PATCH FLOORING TO MATCH (E)

(N) TS FRAME; SEE STRUCTURAL DRAWINGS

(N) EXIT DOOR W/ PANIC HARDWARE AND ADA 
SELF-CLOSER & BAR-TYPE ACTUATORS @ 
INSIDE & OUTSIDE

(N) ALUM. WDO WALL FRAME W/ FOLDING GLASS 
DOORS

(N) ALUM. WDO WALL FRAME W/ PR. EXIT DOORS 
& SIDELITE W/ PANIC HARDWARE; (N) ADA 
POWER ASSIST AUTOMATIC DOOR OPENER W/ 
BAR-TYPE ACTUATORS @ INSIDE & OUTSIDE

(N) CONCRETE PAVING

(N) CANOPY DASHED OVERHEAD

(N) 4"D PIPE COL. TYP., CANOPY STRUCTURE; 
SEE STRUCTURAL DRAWINGS

(N) ADA HIGH/LOW DRINKING FOUNTAIN AND 
BOTTLE FILLING STATION; DRAIN LINE TO (E) D.F. 
LOCATION; SEE PLUMBING DRAWINGS

(N) ADA POWER ASSIST AUTOMATIC DOOR 
OPENER W/ BAR-TYPE ACTUATORS @ INSIDE & 
OUTSIDE

REMOVE (E) 34" DOOR & FRAME; ENLARGE (E) 
MASONRY OPENING TO ACCOMMODATE 36" 
DOOR & FRAME;  INSTALL 45 MIN. DOOR, FRAME 
& HDWR.; SEE STRUCTURAL DRAWINGS

(N) ADA-COMPLIANT TRESHOLD @ (E) DOOR

REMOVE (E) DOOR & FRAME; ENLARGE (E) 
MASONRY OPENING TO ACCOMMODATE 42" 
DOOR & FRAME; SEE STRUCTURAL DRAWINGS
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GENERAL NOTES
ALL WORK SHALL BE CARRIED OUT IN 
ACCORDANCE WITH THE 2016 C.B.C. AS 
ADOPTED BY THE COUNTY OF CONTRA 
COSTA.

ALL DIMENSIONS TO FINISH FACE 
UNLESS OTHERWISE NOTED.

REFER TO SHEETS IN A8 SERIES FOR 
ADD ALTERNATIVES TO INCLUDE IN BID.

A HAZARDOUS MATERIALS SURVEY IS 
AVAILABLE FROM THE OWNER.  OWNER 
WILL CONTRACT SEPARATELY FOR ANY 
REQUIRED ABATEMENT WORK.  
CONTRACTOR SHALL REFER TO SURVEY 
TO UNDERSTAND LOCATION OF AND 
ASSESS NECESSARY HANDLING AND 
ABATEMENT OF ANY HAZARDOUS 
MATERIALS THAT MAY BE DISTURBED AS 
PART OF DEMOLITION.   CONTRACTOR 
SHALL IDENTIFY TO THE OWNER ANY 
REQUIRED ABATEMENT WORK NOT 
PREVIOUSLY COMPLETED.
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ABATEMENT OF ANY HAZARDOUS 
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(N) DOUBLE-PANE TEMPERED CLERESTORY 
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(N) TS FRAME; SEE STRUCTURAL DRAWINGS

(N) EXIT DOOR W/ PANIC HARDWARE AND ADA 
SELF-CLOSER & BAR-TYPE ACTUATORS @ 
INSIDE & OUTSIDE

(N) ALUM. WDO WALL FRAME W/ PR. EXIT DOORS 
W/ PANIC HARDWARE; (N) ADA POWER ASSIST 
AUTOMATIC DOOR OPENER W/ BAR-TYPE 
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(N) ALUM. WDO WALL FRAME W/ FOLDING GLASS 
DOORS
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STEEL PIPE COLUMN; SEE STRUCTURAL 
DRAWINGS
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(N) EXHAUST FAN, SEE MECHANICAL DWG'S.
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Exterior Elevation - West

(N) DOUBLE-PANE TEMPERED CLERESTORY 
WINDOWS

(E) SKYLIGHT TO REMAIN

(N) ROOF FASCIA, (N) PAINT

(E) WINDOW, (N) PAINT AT FRAMES & TRIM

(E) DOOR/WINDOW ASSEMBLY, (N) PAINT

(N) PAINT @ ALL EXTERIOR WALLS

(N) CANOPY & COLUMN(S) BEYOND; SEE 
STRUCTURAL DRAWINGS

(N) ADA POWER-ASSIST AUTOMATIC DOOR 
OPENER W/ BAR-TYPE ACTUATORS @ INSIDE & 
OUTSIDE

(N) 36" x 80" DOOR W/ VISION PANEL; REVERSE 
(E) SWING

(E) DOORS, SIDELITES & TRANSOM TO REMAIN; 
(N) PAINT AT FRAMES & TRIM

(N) SHEAR PLYWD. & (N) ROOF; SEE 
STRUCTURAL DRAWINGS
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